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DESIGN CONTROL STREET LIGHTS

ALL LIGHTS ON LOCAL STREETS SHALL BE 70W
NOTE: 275" MAXIMUM SPACING UNIT TO UNIT
ROADWAY WIDTH < 50

SPACING OF DECORATIVE STREET LIGHTS SHALL
BE PER CITY ENGINEER

EACH INTERSECTION OF LOCAL STREETS
TO BE LIT.
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